Occupancy Classification

No. of Stories & Basement

Max. Gross Sq. Footage
(GSF) of Dwelling Units
(whichever is less)

(i) Warehouse (storage rooms) for | 1 story, no No use of
combustible or non-combustible basement structural
goods concrete,

poured in
place, for
roofs and
supported
floors

(ii) Retail or wholesale stores, 2 story and
paint stores without bulk handling basement
(iii) Office buildings 2 story and

basement
(iv) Factories and workshops using [ 1 story, no
materials that are not highly basement
flammable

(v) Aircraft hangar where no repair | 1 story, no
work is done except exchange of basement
parts and maintenance requiring no
open flame, welding, or the use of
highly flammable liquids

(vi) Lodging houses 2 story, no

basement
(vii) Eating and drinking 2 story and
establishments basement
(viii) Apartment houses 2 story and
basement or 3
story including
half basement

(ix) Garages, carports, and sheds 1 story, no
used as accessories basement

(X) Convents and monasteries 2 story and

basement

5000 GSF

1500 GSF

2250 GSF

3000 GSF

1000 GSF

5 rooms or 1500 GSF

Seating for not more than
20 persons or 1000 GSF

4 dwelling units or 5000
GSF

1000 GSF

10 dwelling units or 3000
GSF




